
 
 
 
 

ADDENDUM #1 
BID SUBMISSION REQUIREMENT 

 
 

Invitation For Bid: IFB #FY26-400-05 Generator Maintenance 
 
Date: November 24, 2025 @ 2:00 p.m. 
The following date change is provided to all potential bidders.  
 
New Bid Due Date: December 5th, 2025 
  
The following Questions & Answers have been prepared in response to submissions received by 
the due date of November 12 2025.  
 
 

Q. What parts can or cannot be marked up?  

A. Any parts related to the generator may not be marked up.  

Q. Does the "at cost" rule just apply to parts replaced during a critical response repair, or does it 
apply to all parts, including those used during PM's, such as filters and oil.  

A. All parts.  

Q. Which units require the annual load bank? You state two designated generators, but do not 
indicate which two.  

A. TSA backup generator at CCA and CCB.  

Q. What exactly is the "estimated usage of each category"?  

A. We conduct a bi-weekly run on all generators.  

Q. Do not have a list of serial numbers or model numbers listed with the generators.  

A. List of Serial numbers are attached.  

Q. Can you please clarify your pricing schedule and provide a list of models and serial numbers 
or allow for a site visit to obtain this information?  

A. A site visit is allowed, if needed. 
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Engine
kW Make Model Serial No Serial No

Fuel Farm 150KW CAT CAT C7.1 CAT00C71KWG200800 45502197
Burton Station Customs 300KW Generac SG150 300474648 3004788934
Field Maintenance 300 KW Cummins CUMMINS6BTA-5.9 45883210
Airfield Vault 300 KW CAT CATC9 CAT00C9TNTX00307 S9P01711
Air Cargo 35KW Cummins CUMMINS 4BT3.9-G4 45777980
Long Term East 150 KW CAT CATC4.4 CAT00C4ECN300671 E3L01873
Short Term Departure South 60 KW Cummins 4BT3.9-G4 H010276759 46139589
Garage A/B/C 500 KW CAT CAT3412 4RJ00559 3FZ01970
Arrivals 900 KW CAT CAT3508 CAT00000LCNF00208 2GM01047
TSA CCA 400 KW Generac PERKINS2206D-E13TAG3 9489637 TGDF5332-V18609Y
CCA 300 KW Generac FTP/VECOF3AE9685A 9489636 E003-200001
Fire Departments 125 KW CAT CATC7.1 CAT0D125LT9700157 45503969
Fuel Truck Fill 100 KW Generac MITSHUBISHI 3005091898 45883210
CCB 300 KW CAT CATC9 CAT000C9CNGP00654 S9P01231
TSA CCB 400 KW Generac PRKINS 2206D-E13TAG3 8005220 TGDF5332-V10092X
Main Terminal Basement 300KW CAT CAT C9 CAT0009PNGP00236 S9P00796
TSA BACK UP Dep N Side 150 KW ONAN DSHAA K060992390 466899965

Generator
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ADDENDUM #1 
BID SUBMISSION REQUIREMENT 

This acknowledgement of receipt for Addendum #1 must be signed included with your bid 
submission in eVA. The signature on this addendum does not substitute for your signature on 
the original bid document. The original bid document must be signed.    

Marcus Logan  
Procurement Analyst 

________________________________ 
Signature 

________________________________ 
Name, Title 

________________________________ 
Name of Bidding Company  
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